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2009 International Building Code Outline

I. Article 110: Inspections
A. 110.3.1 Footing and foundation inspections
B. 110.3.5 Lath and gypsum board inspection

II. Article 302: Classifications 
A. 302.1 General (Occupancy) 

III. Article 404: Atriums
A. 404.9 Travel distance 

IV. Article 405: Underground Buildings 
A. 405.2 Construction requirements 

V. Article 406: Motor-vehicle-related Occupancies
A. 406.1.4 Separation
B. 406.2.4 Vehicle barrier systems

VI. Article 410: Stages and Platforms
A. Platform construction 

VII. Article 601: General (Types of Construction)
A. TABLE 601 Fire-resistance rating requirements for building elements 

VIII. Article 602: Construction Classifications
A. 602.2 Types I and II
B. 602.4.4 Floors

IX. Article 704: Fire-resistance Rating of Structural Members
A. 704.6 Attach to structural members
B. 704.7 Reinforcing 

X. Article 705: Exterior Walls
A. 705.5 Fire-resistance ratings
B. 705.11 Parapets
C. 705.11.1 Parapet construction

XI. Article 706: Vertical continuity 
A. 706.6 Vertical continuity 
B. 706.7 Combustible framing in fire walls

XII. Article 712: Horizontal Assemblies
A. 712.3.2 Access doors

XIII. Article 715: Opening Protectives 
A. TABLE 715.5.4 Limiting sizes of wired glass

XIV. Article 717:Concealed Spaces
A. 717.2.1 Fireblocking materials
B. 717.2.1.3 Loos-fill insulation material
C. 717.3 Draftstopping in floors
D. 717.3.1 Draftstopping materials 
E. 717.3.3 Other groups

XV. Article 803:Wall and Ceiling Finishes
A. 803.1 General 
B. 803.1.1 Interior wall and ceiling finish materials
C. TABLE 803.9 Interior wall and ceiling finish requirements by occupancy 
D. 803.11.4 Materials

XVI. Article 907: Fire Alarm and Detection systems
A. 907.2.1.1 System initiation in Group A occupancies
B. 907.2.20 Covered mall buildings
C. 907.2.21 Residential aircraft hangars
D. 907.4.2.1 Location
E. 907.4.2.2 Height
F. 907.4.2.3 Color
G. 907.5.2.1.1 Average sound pressure
H. TABLE 907.5.2.3.3 Visible alarms

XVII. Article 1001: Administration (Means of Agress)
A. 1001.2 Minimum requirements

XVIII. Article 1003: General Means of Egress
A. 103.2 Ceiling height
B. 103.3.1 Headroom
C. 1003.3.3 Horizontal projections

XIX. Article 1004: Occupant Load
A. 1004.7 Fixed seating

XX. Article  1006: Means of Egress Illumination 
A. 1006.3 Illumination emergency power

XXI. Article 1007: Accessible Means of Egress
A. 1007.11 Instructions

XXII. Article 1008: Doors, Gates. Turnstiles 
A. 1008.1.1 Size of doors
B. 1008.1.2 Door swing
C. 1008.1.6 Landings at doors
D. 1008.1.7 Thresholds
E. 1008.1.9 Door operations
F. 1008.1.9.2 Hardware height
G. 1008.1.10.1 Installation 

XXIII. Article 1009: Stairways
A. 1009.1 Stairway width
B. 1009.2 Headroom
C. 1009.4.4 Dimensional uniformity 
D. 1009.4.5 Profile
E. 1009.7 Vertical rise

XXIV. Article 1011: Exit signs
A. 1011.1 Where required

XXV. Article 1012: Handrails
A. Height

XXVI. Article 1013: Guards
A. 1013.1 Where required
B. 1013.2 Height
C. 1013.3 Opening limitations 
D. 1013.5 Mechanical equipment 

XXVII. Article 1015:Exit and Access Doorways
A. 1015.4 Refrigeration machinery rooms
B. 1015.6.1 Gallery, gridiron and catwalk means of egress

XXVIII. Article 1018: Corridors
A. 1018.4 Dead ends

XXIX. Article 1023: Exit Passageways
A. 1023.3 Construction

XXX. Article 1025: Horizontal Exits
A. 1025.4 Capacity of refuge area

XXXI. Article 1028: Assembly
A. 1028.7 Travel distance

XXXII. Article 1029: Emergency Escape and Rescue
A. 1029.2 Minimum size
B. 1029.2.1 Minimum dimensions
C. 1029.3 Maximum height from floor
D. 1029.5.1 Minimum size
E. 1029.5.2 Ladders or steps
XXXIII. Article 1109: Other Features and Facilities 
A. 1109.2 Toilet and bathing facilities 

XXXIV. Article 1203: Ventilation 
A. 1203.3.1 Openings for underfloor ventilation 
B. 1203.4.1.1 Adjoining spaces

XXXV. Article 1204: Temperature Control
A. 1204.1 Equipment and systems

XXXVI. Article 1205: Lighting 
A. 1205.3 Artificial light
B. 1205.4 Stairway illumination 

XXXVII. Article 1208: Interior Space Dimensions
A. 1208.1 Minimum room widths
B. 1208.2 Minimum ceiling heights 
C. 1208.3 Room area

XXXVIII. Article 1209: Attic space
A. 1209.2 Attic spaces

XXXIX. Article 1405: Installation of Wall Coverings
A. 1405.2 TABLE Minimum thickness of weather coverings
B. 1405.11 Metal veneers
C. 1405.11.1 Attachment
D. 1405.14 Vinyl siding
E. 1405.14.1 Application

XL. Article 1507: Requirements for Roof Coverings
A. 1507.2.2 Slope
B. 1507.2.6 Fasteners
C. 1507.2.7 Attachment
D. 1507.2.8.1 High wind attachment 
E. 1507.2.8.2 Ice barrier
F. 1507.2.9.2 Valleys
G. 1507.2.9.3 Drip edge
H. 1507.3.3.1 Low-slope roofs
I. 1507.3.3.2 High-slope roofs
J. 1507.3.4 Clay tile
K. 1507.3.5 Concrete tile
L. 1507.3.6 Fasteners
M. 1507.3.9 Flashing 
N. 1507.4.2 Deck slope
O. 1507.4.3(1) Metal roof coverings
P. 1507.8.6 Attachment
Q. 1507.8.7 Application (Wood shingles)
R. 1507.9.8 (Wood shakes) 
S. 1507.9.8 TABLE Wood shake weather exposure
T. 1507.10.1 Slope (Built up roofs)
U. 1507.12.1 Slope (Thermoset simple-ply)

XLI. Article 1510: Reroofing
A. 1510.3 Recovering versus replacement 

XLII. Article 1610: Soil Lateral Loads
A. 1610.1 TABLE Soil load lateral

XLIII. Article 1704: Special Inspections
A. 1704.3.3 High-strength bolts
B. 1704.3.3.1 General
C. 1704.3.3.2 Periodic monitoring 
D. 1704.3.3.3 Contagious monitoring 

XLIV. Article 1804: Excavation, Grading and Fill 
A. 1804.3 Site grading
B. 1804.5 Compacted fill material 

XLV. Article 1805: Dampproofing and Waterproofing
A. 1805.2.2.1 Surface preparation of walls
B. 1805.3.2 Walls
C. 1805.4.2 Foundation drain

XLVI. Article 1809: Shallow Foundations
A. 1809.3 Stepped footings
B. 1809.4 Depth and width of footings

XLVII. Article 1904: Durability Requirements 
A. 1904.3 TABLE Minimum specified compressive strength

XLVIII. Article 1909:Structural Plain Concrete
A. 1909.6.1 Basement wall
B. 1909.6.2 Other walls
C. 1909.6.3 Openings in walls

XLIX. Article 1910: Minimum slab provisions
A. 1910.1 General

L. Article 1913: Shotcrete
A. 1913.9 Curing
B. 1913.9.1 Initial curing
C. 1913.9.2 Final curing
LI. Article 2103: Masonry Construction Materials
A. 2103.8 Mortar

LII. Article 2104: Construction
A. 2104.1.4 Chases and recesses

LIII. Article 2105: Quality Assurance
A. 2105.3.1 Prism sampling and removal 

LIV. Article 2111: Masonry Fireplaces
A. 2111.2 Footings and foundations
B. 2111.6 Firebox dimensions
C. 2111.7 Lintel and throat
D. 2111.7.1 Damper
E. 211.9.1 Hearth thickness
F. 2111.9.2 Hearth extension thickness
G. 2111.10 Hearth extension dimensions
H. 2111.11 Fireplace clearance

LV. Article 2113:Masonry Chimneys 
A. 2113.2 Footings and foundations
B. 2113.5 Corbeling 
C. 2113.6 Changes in dimension
D. 2113.9 Termination 
E. 2113.11.2.4 Multiple passageway
F. 2113.16.1 Minimum area
G. 2113.18 Masonry chimney cleanout openings
H. 2113.19 Chimney clearances 

LVI. Article 2303: Minimum Standards and Quality 
A. 2303.1.7.1 Floor underlayment
B. 2303.1.8.2 Moisture content

LVII. Article 2304: General Construction Requirements
A. 2304.6 TABLE Minimum thickness of wall sheathing
B. 2304.7 TABLE Allowable load for wood structural panel roof sheathing
C. 2304.8.3.2 Nailing
D. 2304.9.1 TABLE Fastening
E. 2304.10.4 Floor decks
F. 2304.11.2.1 Joists, girders and subfloor
G. 2304.11.2.5 Girder ends
H. 2304.11.2.6 Wood siding
I. 2304.11.2.7 Posts or columns



LVIII. Article 2306: Allowable Stress Design
A. 2306.7 TABLE Allowable shear walls of lath and plaster or gypsum board  framed wall assemblies

LIX. Article 2308: Conventional Light-frame Construction
A. 2308.6 Foundation plates or sills
B. 2308.8.1 Bearing
C. 2308.8.2 Framing details
D. 2308.8.3 Framing and openings
E. 2308.8 TABLE Floor joist spans for common lumber species
F. 2308.9.1 TABLE Size, height and spacing of wood studs
G. 2308.9.2.1 Top plates
H. 2308.9.2.3 Nonbearing walls and partitions
I. 2308.9.5.2 Header support
J. 2308.9.10 Cutting and notching
K. 2308.9.11 Bored holes
L. 2308.10.4.1 Ceiling joist and rafter connections
M. 2308.10.4.2 Notches and holes
N. 2308.10.5 Purlins
O. 2308.12.8 Sill plate anchorage

LX. Article 2405:Sloped Glazing and Skylights
A. 2405.4 Framing

LXI. Article 2406: Safety glazing
A. 2406.4 Hazardous locations

LXII. Article 2508: Gypsum Construction
A. 2508.5.4 Fasteners
B. 2508.5 TABLE Shear capacity for horizontal wood framed gypsum board diaphragm ceiling assemblies

LXIII. Article 2511: Interior Plaster
A. 2511.1 General

LXIV. Article 2512: Exterior Plaster
A. 25.12.1 General
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