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20’ MIN (PVC) 18" MIN (DI)

20’ MIN (PVC) 18" MIN (DI)

DETAIL SHEET FOR:

ZION RV RESORTS

MEGA LUG OR

‘ / RESTRAINT HARNESS

LOCATED IN SECTION 23, T41S, R12W, S.L.B.&M.
VIRGIN TOWN, WASHINGTON COUNTY, UTAH

MEGA LUGS ON JOINT

-

—

MEGA LUGS ON TEE=—_ __ _

LK L]

™

EIE] L]
L REQUIRED LENGTH—

MEGA LUG OR
HARNESS RESTRAINT = b/

REQUIRED LENGTH

-
L
L
H

i

REQUIRED LENGTH

STANDARD TEE (PVC/D.I.)

RUN (NOMINAL)

BRANCH| 4 | 6 | 8 [10|12]|14 |16
4 55| 5 [5[5[|5]5
6 51515151515
8 5151651515
10 10151515
12 2811215

RESTRAINED LENGTH
HORIZONTAL BEND (PVC/D.I.)

BEND SIZE (NOMINAL)
ANGLE | 4 | 6 | 8 [10]12114 |16
11251515 | 5 |55 |16 |7
225 | 515 7 110{10]12 |13
45 1011215 118121124 |28
90 120128| 37 144152159167
RESTRAINED LENGTH

MEGA LUG OR
_'// HARNESS RESTRAINT

o

‘ MEGA LUG ON IN LINE VALVE/DEAD END (PVC/D.1)
,/’EAD END SIZE (NOMINAL)
46 8 [10]12]14]16
451651 85 [100[120135]155

RESTRAINED LENGTH
FOR RESTRAINED LENGTHS OF FITTINGS AND SIZES
NOT SHOWN ABOVE, COORDINATE WITH ENGINEER

JOINT RESTRAINTS FOR PVC AND D.I. PIPE

NOTE: COMPLY WITH AWWA C651-14
TO DISINFECT WATER MAINS.
SAMPLING REQUIRED AFTER DISINFECTION.

N.T.S.

N.T.S.
ROAD BASE WITH MAG CHLORIDE
RECESSED LID T T T e e e — — A
15 IN. METER SETTER T NOTE: ¥
(MUELLER H—14004 OR z — PAD SHALL EXTEND 2'—0” &
CAST IRON LID PER APPROVED EQUAL) = TYPE Il GRAVEL 520" »'_BEYOND EACH VALVE BOX. n
CURRENT CITY STANDARDS | Ser' Sprrep DETAL 4303 - T0 95% OF u
2 ” A R S - A A B [
CURB DETAILS MARKED "WATER Q VARIES 12” MIN MAXIMUM DENSITY \//\//\/ % J_/"_Fb_.‘ /; Q//Q\i//Q\yQ\:@ <)
VARY PER SITE @ Ts% B%ﬁ'gg oF GRANULAR MATERIAL /\\\//\\\ CL A B R A VA4 =)
VARIES 3 COMPACTED TO 90% RO IR 3
S| ROADWAY OF MAXIMUM DENSITY TO TOP IF NO ROADWAY. SRR SRR o
SIDEWALK T & Ui RN RN v
A LT NS ) L - -
_____ ~— f N I . B C e . M ‘ \ \DOAL CHECK < 2 VALVE BOX s 4 #4 REBAR FA. WAY m -d—)
S 6"—9" MIN—] BACKFLOW DEVICE & o SUDE TYPE - _ 3
%f?ﬁgfl—%L/N WETER AND METER \\///\/ S 12" MAX 12" MAX T N )
: 14 GAUGE MARKI M
ACCORDANCE iijl’,—?\,R DFEE’QR%IMTENT\ STUB OU7: PAST 6" MIN. 6" MIN. & >'__ LOCATION WIRE/‘y/ﬁ\\///\// . o~
WITH UTILITY ~ METER, 3’ MIN & \\//\\\//\\\//\\ ¥y O -
TRENCH BACK| COPPER SERVICE SAND OR SELECT GRANULAR 9 KKK GAT
E OR BUTTERFLY VALVE
FILL DETAIL TUBING LATERAL PER EXCAVATED MATERIAL OR K\ 5 AN Bl SIZE AS INDICATED ON PLANS Q) V)] Y
CITY STANDARDS IMPORTED AGGREGATE BACKFILL, 3/4” & e . T8
MAX. SIZE. COMPACTED TO 90% B \@. \ = 14 GAUGE MARKING — g (1N Z
/ OF MAXIMUM DENSITY | s v LOCATION WIRE ) 1/2"¢ ROD Z M 0
LN =4 <
CORP STOP WITH THREADED NOTCHES 3/4” mpggggg SEGER)E(?Q-SFEIV?EA%}ET)IL_JLI\I ; my | o |L_)
RECEPTACLE ” METER BOX PER  COPPER 3
3/4" COPPER CURRENT CITY WATER OR POOR SUBGRADE //>\///\\///\\//\ s 1 > 'd)"
MATERIAL WHERE DIRECTED BY NEKNK L RO e 1B
STANDARDS S QNN I
% 14 GAUGE— NOTES: THE ENGINEER. Y N A M 1 Z
2 STAINLESS STEEL BAND L OCATION WIRE AN > L
5 1. ALL TRENCH EXCAVATION AND COMPACTION VORI 50
Z SHALL BE IN ACCORDANCE WITH STANDARD UTILITY TRENCH BACKFILL DETAIL X — 7 g
SPECIFICATIONS :l Z '<_[
LYY pam— O
LKL 2. LID FOR POTABLE WATER TO BE LABELED N.T.S. = @ — & 8
waTER MAIN LINE VALVE & PAD DETAIL 5 N 5%
3n N\
a2 WATER SERVICE AND METER NTS p 3
e DATE: 1/7/2219
N.T.S. | SCALE: =50 )
(" JoB No. A
28-2I7
g _J
( SHEET NO: h
\ J

= {°
L Q)@
=
2
W
~
2
x
=)
N
& MEGA LUG OR
b= RESTRAINT HARNESS

NOTES:

LENGTHS BASED ON THE FOLLOWING:
1. 3" MINIMUM DEPTH OF COVER

2. 200 PSI WORKING PRESSURE

3. TRENCH TYPE 5

4. SANDY CLAY SOIL, NATIVE

IF CONDITIONS VARY FROM THE ABOVE,
THE JOINT RESTRAINT LENGTH SHALL BE
CALCULATED BY THE ENGINEER.

ALL JOINTS WITHIN THE REQUIRED LENGTH
SHALL BE RESTRAINED. USE RETAINER
GLAND AT MECHANICAL JOINTS OR HARNESS
ASSEMBLIES FOR PUSH ON PIPE.

2-1/2
NOZZLE

(ON EACH
SIDE OF FIRE
HYDRANT)

2’ SQ. PAD
4" THICK

GRAVEL

CONCRETE

PENTAGON
OPERATING NUT
(OPEN COUNTER
CLOCKWISE)

5" PUMPER
NOZZLE

6"’ CAST IRON
FIRE HYDRANT

LID

36" MIN.

NOTE:

1. IN GENERAL HYDRANTS SHALL BE PLACED A MINIMUM
OF 1° BEHIND SIDEWALK. WHERE A PLANTER STRIP IS
USED. HYDRANT MAY BE PLACED IN CENTER PROVIDED
WIDTH OF PLANTER IS 4’ OR GREATER.

STANDARD FIRE HYDRANT DETAIL
N.T.S.

MAG CHLORIDE
/ SURFACE TREATMENT

| el —— ———

8" ROAD BASE,
3/4” TO 1" MAX

SUBGRADE PREPARATION PER
GEOTECH REPORT BY LANDMARK
TESTING & ENGINEERING

ROAD AND RV PAD SURFACE DETAIL

/ FINISHED GRADE
=

VALVE BOX

14 GAGE MARKING WIRE

6" GATE VALVE

WATER
MAIN

TEE— CONNECTED
TO MAIN

MEGA LUG CONECTION

e )
a
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